
TURK LOYDU
TYPE APPROVA]- CERTIFICATE

This Certificate consists of3 pages.

This is to certii' that the

SHIPBOARD POWER AND SIGNAL CABLES

With type designations

TFOI, TFCI, TFXI, BFOI, BFCI, BFXI

Manufactured by

2M KAB LO SANAY| VE TiCARET A.$.

Is lbund to comply with
- Tiirk Loydu Rules Chapter 5 - Electrical Installations,

Power Cables acc. to IEC 60092-353, Signal Cables acc. to IEC 60092-376,
IEC 60092-350, IEC 60092-360,IEC 60228,lEC 60332-1-2,IEC 60332-3-22 Cat A,

IEC 60754-1, IEC 60754-2,tEC 60684-2,lEC 61034-1, IEC 61034-2,
For fire resistant cables IEC 60331-21

CertificrteNo :TO.DEB.l6-006U

Power, lighting, instrumentation and signal cables for ships

Voltage rating: 0,6/l (1.2) kV,
Maximum rated conductor temperatue:
Normal operation: 90"C,
Short circuit: 250'C

Power cables fiom 1mm2 to 300mm2,
Slgnal caDles trom u- /)mm_ to 2.)lrrJn-.

Sancaktepe Mah. Klas Sok. No:8/l Sitivri ISTANBUL

isrANBUL, 18.05.2016

Application

Design

Sizes

Address of Manufacturer

Place and date

Subject to the conditions referred to in the following pages, this certilicate is valid until
17.05.2021.

Hiir FIRTINA
New Building Division Manager

r|\f.JI,K
lu

s. Taner GUNDUZ
Surveyor
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Product description : Shipboard and Signal Cables

Typ€ Designation : TFOI. TFCI, TFXI, BFOI, BFCI, BFXI

TFXI0.6/1 (1.2) kV, TFXr (C) 0.6/1 (1.2)kV, TFOr EMC 0.6/1 (1.2) kV. TFOr 0.6/1 (1.2)kV,
TFCr 0.6/1 (1.2) kv, rFOr (C) 0.6/1 (1.2) kv, rFCr (C) 0.6/1 (1.2)kv,

FireKab BFXI FE180 0.6/1 (1.2) kV, FireKab BFXI (C) FE180 0.6/1 (1.2) kV,
FireKab BFOI FEl80 0.6/1 (1.2) kV, FireKab BFCI FE180 0.6/1 (1.2) kV,
FireKab BFOI (C) rE180 0.6/1 (1.2) kV, FireKab BFCI (C) FEl80 0.6/l (1.2) kV,

TFOI 1s0/250 (300) V, TFOr 0) 150/250 (300) V, TFOr (C) 1s0/250 (300) V,
TFCr (C) 150/250 (300) V, TFOr (r&C) 150/250 (300) V,

FireKab BFOI FE 1 80 150/250 (300) V, FireKab BFOI (l) FE 180 (D 1s0/250 (300) V.
FireKab BFCI (I) F8180 150/250 (300) v, FireKab BFOI (C) FEl80 150/250 (300) V.
FireKab BFOI (l&C) F8180 1s0/250 (300) V, FireKab BFCI (I&C) FEl80 150/250 (300) V,

TFXI 150/250 (300) V, TFXr (D 150/250 (300) V, TFXr (C) 150/250 (300) V,
TFXr (r&C) 150/250 (300) v,

FireKab BFXI FEl80 150/250 (300) V, FireKab BFXI (I) FE180 1s0/250 (300) V.
Fi.eKab BFXI (C) FE180 150/2s0 (300) V, FireKab BFXI (I&C) FEl80 150/250 (300) V.

Materials used : Following mate.ials are used where required:

Cohductor: PIain at\nealed standed copper uire class 2. timed copper or class 5 (lEC 60228),
Insulation: XLPE (IEC 60092-360).
Flame Barrier: Mica tape,
Lay-up: Cores. pairs, triples, quad are stranded in layers,
Individual shielding: AL-PES tape with tinned copper dnin wire,
Overall separator: Polyester tape,
Overall Shielding: AL-PES tape with tinned copper drain wire.
Inner sheath/separator: Halogen free filler or polyester tape,
Screen/Armour: Electoiltic copper wire braiding (%90 coverage) and drain wire or galvanized
steel braid.
Sheath: SHF1 (Halogen 1ree, flame retardant themoplastic compound, IEC 60092-360)

Application/ Limitation (Approval conditions):

For each new building ship and in service ships under major modifications, factory acceptance
tests (routine tests) lbr cables shall be carried out before mounted to the ship with the witness of
TL surveyor.

Documentation :

2M KABLO data sheet, TSE test repofis for fluodne content dated 11.03.2016, TSE test reports
for ph/conductiviry dared 09.02.2016, 2M KABLO tesr reporrs dated 05.04.201b.

Test carried out (and results) :

Test carried out for power cables acc. to IEC 60092-353. for signal cables acc. to IEC 60092-376,
and for fire resistant cables IEC 60331-21
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Place of test carried out : 2M KABLO Silivri ISTANBUL

Marking of producti The product to be marked same as below mentioned.
I Manulactuer lrdde mark l lt) pel lsi,.el lrolt l lsrandardsl

nr
all I' l l l . , /
'4f

lu
S. Taner Gtll\DUZ
Surveyor

This ce.tificate is valid if retentiorhen€wal surveys cafiied out to the satisfaction ofTL surveyor
following entries made:

Thiscertific.t.issubicctiotcrnsrndcondiiionsdescribed belo*.
Any signific{nt.hNnge in desisn orconstructior nxy render lhis Certificlt. inyllid, Type Aptrovrl Ce.tificNt tu noiv,lid forequipment,
thc design or mruf,cture ofshich h{s been }N.ied or nodificd from thc spc.imen t€sted. This certifiote h not r{lid for produck without
m{rking above nentionrd. Thc manufacturer should notilyTtrRK LOYDtiofrn} nodific{tions or chdngcs io thc cquipmenr in order to
obtain v,lid cerriijcare.'this certilic!te shows that tesaed specinens as rcprcsrniNtivc of rhe producr conplies ol the l tlRK LOYDI rules,
a.d relevant intc.ndtioml inst.umenh thrt !pply to it.

Survey Date Sruvey Date Survey Date Survey Date
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